Chaudry M, Abeysekera M, Hosseini H, Jenkins N, Wu J.

Uncertainties in decarbonising heat in the UK.


Copyright:

©2015 The Authors. Published by Elsevier Ltd. This is an open access article under the CC BY license (http://creativecommons.org/licenses/by/4.0/).

DOI link to article:

https://doi.org/10.1016/j.enpol.2015.07.019

Date deposited:

22/08/2017

This work is licensed under a Creative Commons Attribution 4.0 International License
Uncertainties in decarbonising heat in the UK

Modassar Chaudry, Muditha Abeysekera*, Seyed Hamid Reza Hosseini, Nick Jenkins, Jianzhong Wu

Institute of Energy, Cardiff University, Queen’s Buildings, The Parade, Cardiff CF24 3AA, UK

HIGHLIGHTS

- We identify the key uncertainties in decarbonising heat in the UK.
- A review on the current status of key heat supply technologies is presented.
- The significance of key uncertainties on heat technology costs are analysed.
- The impact on the development of the energy network infrastructure is assessed.
- The policy and incentives required to decarbonise the heat sector are examined.

ABSTRACT

Heating is arguably one of the most difficult sectors to decarbonise in the UK’s energy system. Meeting the 80% greenhouse gas emission reduction target by 2050 is likely to require that heat related emissions of CO₂ from buildings are near zero by 2050, and there is a 70% reduction in emissions from industry (from 1990 levels). Though it is clear that the use of the natural gas network will reduce over time, recent modelling suggests a limited residual role for gas by 2050 to help meet peaks in heat demand. High levels of uncertainty about the way in which heat will be decarbonised present a number of challenges to policy makers. This paper will explore the risks and uncertainties associated with the transition to a low carbon heat system in the UK as outlined by the 4th carbon budget review. The potential impact of key uncertainties on the levelised costs of heat technologies and the development of energy networks are explored using a sensitivity analysis approach. Policy changes required to decarbonise the heat sector are also examined.

© 2015 The Authors. Published by Elsevier Ltd. This is an open access article under the CC BY license (http://creativecommons.org/licenses/by/4.0/).

1. Introduction

All of the anticipated pathways to a low carbon heat system will overtime, mean significant changes for the UK’s energy infrastructure. The relative roles played by gas, electricity and heat networks in the supply of UK’s heat demand will vary with policy interventions, technology costs, availability of investment and socio-economic uncertainties.

Heat constitutes the single biggest use of energy in the UK. Almost half (46%) of the final energy consumed is used to provide heat. Of this heat around three quarters is used by households and in commercial and public buildings. The heating demand is primarily met today using gas-fired boilers connected to the natural gas network (81%).

The UK’s very low penetration of renewable technologies for heating is in part a direct consequence of ample supplies natural gas, availability of extensive gas transmission/distribution networks and the comparatively low upfront costs and efficiency of gas boilers.

Meeting the 80% greenhouse gas emission reduction target is likely to require that heat related emissions of CO₂ from buildings are near zero by 2050. Though it is clear that the use of the gas network will reduce over time, recent modelling suggests a role for gas in 2050 to help meet peaks in heat demand. There is significant amount of uncertainty in the strategic role envisioned for the future of the gas network (Hughes et al. 2013; Hughes and Strachan, 2010).

The government is progressing policy incentives that will reduce the heat demand of the existing building stock while promoting the
uptake of renewable heating technologies. The recently deployed Green Deal is expected to remove the barrier of initial costs of energy efficiency improvements while the Renewable Heat Incentive (RHI) (DECC, 2015, 2013a; HM Government, 2014a) attempts to support market rollout of renewable heat technologies. However, the success of these policy initiatives is uncertain and the impact on technology deployments are yet to be identified.

Heating is arguably one of the most difficult sectors to decarbonise in the UK’s energy system. There is significant amount of uncertainty in what the UK heat supply might look like in the period from now to 2030 and beyond. High levels of uncertainty present a great challenge to policy makers to make sound strategic decisions about the future. It is essential to identify and manage these uncertainties in order to support plausible pathways to a low carbon energy system.

2. Objectives and methodology

The aim of this paper is to explore the risks and uncertainties associated with the transition to a low carbon heat system in the UK out to 2030 and investigate the potential impact of these uncertainties in the development of energy supply infrastructure (gas, electricity and district heating). Specific research questions addressed are:

- What are the key heat decarbonisation uncertainties?
- What are the different ways (technologies) through which the UK might decarbonise the heat sector?
- How will these affect the development of the energy network infrastructure (gas, electricity and heat networks)?
- What policies/incentives are required to decarbonise the heat sector?

The issues addressed in this paper concerns operational, strategic and policy uncertainties. A pathway/sensitivity analysis approach is used to analyse these uncertainties in a systematic way (Davies et al., 2014).

2.1. Approach to analysis

Fig. 1 illustrates the methodology used to address the specific research questions. The methodology combines rigorous literature reviews with quantitative modelling and is summarised as follows:

1. A literature review summarises the various ways in which the UK can decarbonise the heat sector. The DECC (Department of Energy and Climate Change) Heat Strategy, UKERC publications and other relevant literature are reviewed (Ekins et al., 2013).
2. The literature review aided by a workshop, facilitated the identification of key economic (cost), technical and policy-related uncertainties associated with decarbonising the heat sector.
3. The CCC (Committee on Climate Change) 4th carbon budget technology uptake estimates were assessed using an input–output model. The model calculates levelised energy costs, carbon emissions, cost of carbon abatement and total costs (broken down into operational and capital costs for defined heat supply technology capacities) for year 2030 given inputs such as capital cost, fuel prices, various incentives and sectoral heat demands (domestic, service and industrial). The model was used to perform sensitivity analysis on the 4th carbon budget estimates by varying values of key uncertainties. The levelised costs are calculated by using the following formula:

\[
\text{Levelised energy cost} = \frac{(\text{annualised capital costs} + \text{fixed cost O&M} + \text{fuel costs} + \text{carbon costs})/\text{total energy output}}{}\]

The model was a valuable part of the overall methodology as it allowed quantification (though calculation of levelised costs; overall costs, carbon emissions etc.) and comparison for a range of...
key uncertainties for various heat supply technologies highlighted during the literature review process. Other studies have employed techniques such as linking a series of sectoral (supply, demand; transport etc) models (simulation and optimisation) to analyse the impact of high levels of electrification of heat demand on electricity generation and the transmission infrastructure (gas and electricity) (Baruah et al., 2014). The valuable aspect of calculating ‘levelised energy costs’ is that all costs are combined together on a £/MWh energy basis allowing comparison between various heat technologies. The model is also very flexible in terms of being able to isolate (through sensitivity analysis) the effects of key inputs such as investment costs, operating costs, fuel costs and incentives on levelised energy costs. The limitations of using the model and specifically the use of levelised energy costs is its inability to capture all economic externalities and the determination and use of appropriate discount rates, load factors etc (Gross et al., 2013).

4. An assessment was undertaken to identify the impact of technical uncertainties on the development of energy network infrastructure (gas, electricity and district heating).
5. The evidence was used to inform on policy implications; what needs to be done to minimise uncertainties (maximise opportunities) to decarbonise the heat sector.

3. UK heat demand and emissions

The current status of heat demand, the consumption of various fuels for meeting the heat demand in different sectors and heat related emissions are presented.

3.1. The current UK heat demand

The UK’s heat demand can be broadly categorised as the,

a. Domestic heat demand.
b. Non-domestic buildings (service sector) heat demand.
c. Industrial heat demand.

Domestic heat demand accounts for 62% of the total annual heat demand in the UK in 2012. Non-domestic buildings (service sector) accounts for 21% with 17% from industry (Fig. 2).

Both domestic and non-domestic building heat demands are at present predominantly met by natural gas fired boilers as shown in Fig. 2. It is important to note that heat supplied via heat networks accounts for a mere 0.5% and 3% in domestic and non-domestic buildings heat demand supply.

The seasonal variability is a key factor to be taken into account when analysing the heat demand. This is largely a concern in domestic and non-domestic (service sector) buildings where the winter heat demand is much higher than that in summer (Fig. 3). The seasonal variability is important as a decision to electrify heating will have consequences on peak generation and network reinforcement requirements. The impact will be even more significant when considering meeting peak heat demand during extremely cold winters and with the potential drop in heat pump SPF (Seasonal Performance Factor) during these conditions.

3.2. Heat related emissions

Heat related emissions accounted for around 32% of the total greenhouse gas emissions in the UK (182 Mt CO²e) in 2009. Fig. 4 shows emissions by fuel types and sector (DECC, 2012a, 2012b) in relation to updated projections made by the CCC (CCC, 2013a, 2013b).

As observed, emissions from electricity are about 33% of total GHG emissions. Natural gas contributes the most at about 52% of total GHG emissions. It should be noted that the industrial sector has the most amount of indirect emissions.4 Domestic buildings in 2009 accounted for around 47% of the total heat related emissions and non-domestic buildings to a further 20%. Heat related emissions from industry accounts for approximately 30% of total heat related emissions in the UK. The 4th carbon budget review estimates by 2030, approximately a 30% reduction in emissions from domestic buildings and over 90% reduction in non-domestic buildings could be delivered (CCC, 2013a, 2013b).

---

3 SPF is the ratio of total heat output of a device per annum to the total input electricity per annum. In terms of definition, SPF is the same as Coefficient of Performance (COP), but COP is just a theoretical number since it is calculated and reported by manufacturer in laboratory test conditions whereas SPF is a realistic value which is obtained in operational conditions and it is more reliable to assess the performance of a device based on the value of SPF.

4 Indirect emission includes those emissions that are not produced by the user as a result of burning an energy carrier and producing emissions at the place of consumption of the energy carrier.
4. Low carbon heat supply technologies

The three essential elements in achieving an effective reduction of carbon emissions in heat supply are shown in Fig. 5.

The relative carbon abatement potential of a particular technology is dependant upon the carbon emission intensity of the energy carrier used and the thermal efficiency of the heat supply appliance. The amount of emissions savings will further increase if the supplied heat demand is reduced.

4.1. Heat supply technologies

A review of the current status of heat supply technology options for meeting building space heating and hot water demand was undertaken and is summarised in Table 1. Technologies used for obtaining high temperatures in industry (e.g. Blast furnace) are not considered in this paper.

Several research studies (Cockroft and Kelly, 2006; Kesicki, 2012; Kannan, 2009) have compared technical and economic characteristics of different heat and power technologies for future building energy supplies in the UK.

The barriers and uncertainties associated with different heat technology uptake and domestic microgeneration in the UK were discussed in (Allen et al., 2008; Kannan, 2009). Although many technologies can be considered ‘mature’ globally, the UK market in low-carbon heat technologies is only just emerging. This is due to the dominance of the gas boiler market driven by the wider availability of natural gas. Low carbon heat technologies remain niche, either because the target market is small or due to immature supply chains and low customer awareness. (Allen et al., 2008; Delta-ee, 2012). A study by (Fawcett, 2011) explored the benefits of heat pumps from technological, economic, social and energy supply factors as well as addressing mechanisms for moving heat pumps from niche products to the mainstream.

It is also important to note the impact of technology turnover time on the adoption of low carbon heating systems. For example, average life time of a gas boiler can be up to 15 years, which means a customer who purchases a new gas boiler in 2015 is unlikely to consider a technology switchover until 2030.

The UK’s building stock presents unique challenges in retro-fitting new heat supply technologies. The considerations on technology suitability arise from space requirements, limitations of existing heat emitter and distribution systems, managing fuel supplies and planning regulations required in installing new low carbon heating systems (Allen et al., 2008; Delta-ee, 2012; Redpoint, 2012).
5. Policy landscape and government strategy for heat decarbonisation

Analysis of uncertainties in decarbonising heating necessitates understanding the policy direction of government. The changes in the UK’s government policy over time and the financial support programmes are summarised in this section.

5.1. Policy timeline

The government’s energy policy portfolio provides a strategic framework for achieving the greenhouse gas emission reduction targets.

Fig. 6 shows the relevant policy papers (specific to heat decarbonisation) published and financial support schemes introduced since the climate change act was established in 2008. It should be noted that decarbonising heat goes hand in hand with energy efficiency improvements and decarbonising the electricity supply. However, policy papers relevant to energy efficiency and decarbonising the electricity sector are not investigated in this study.

The ‘Carbon Plan’ published in December 2011 (HM Government, 2011), sets out the government’s vision for achieving the emissions reductions it is committed to in the first 4 carbon budgets. The fourth carbon budget, covering 2023–2027 was established in June 2011 and was reviewed in 2014 following advice from the CCC.

The CCC published an update for the 4th Carbon Budget recommendations in late 2013 (CCC, 2013a, 2013b) which presented new estimates. The estimates changed due to several reasons. These include gathering new and updated information and evidence, new energy modelling and related assumptions, etc. Table 2 shows a comparison between the original and updated targets.

5.2. Targets for heat sector emissions reductions

The first dedicated policy paper on heat was published by DECC in 2012 to outline the government’s strategic framework for low carbon heat in the UK up to 2050 (DECC, 2012c). A year later, ‘The Future of Heating: Meeting the challenge’ was published to set out

### Table 1: Heat technology characteristics

<table>
<thead>
<tr>
<th>Technology</th>
<th>Status of maturity (levels – 5 being the most mature and 1 being the least)</th>
<th>Efficiency</th>
<th>Carbon performance (kg CO₂/MWh)</th>
<th>Upfront capital cost (£/kW)</th>
<th>Fixed costs (£/kW)</th>
</tr>
</thead>
<tbody>
<tr>
<td>Gas boiler</td>
<td>5</td>
<td>90–95%</td>
<td>183–302</td>
<td>45–70</td>
<td></td>
</tr>
<tr>
<td>Oil boiler</td>
<td>5</td>
<td>97%</td>
<td>246–407</td>
<td>741–700</td>
<td></td>
</tr>
<tr>
<td>Coal boiler</td>
<td>4</td>
<td>90–95%</td>
<td>10–50</td>
<td>330–1667</td>
<td>19–30</td>
</tr>
<tr>
<td>Biomass boiler (dom.)</td>
<td>4</td>
<td>90–95%</td>
<td>10–50</td>
<td>330–1667</td>
<td>19–30</td>
</tr>
<tr>
<td>Biomass boiler (non-dom.)</td>
<td>4</td>
<td>90–95%</td>
<td>10–50</td>
<td>330–1667</td>
<td>19–30</td>
</tr>
<tr>
<td>Biomass boiler (ind.)</td>
<td>4</td>
<td>90–95%</td>
<td>10–50</td>
<td>330–1667</td>
<td>19–30</td>
</tr>
<tr>
<td>Combined heat and power – gas (Large)</td>
<td>4</td>
<td>40–50%</td>
<td>150–450</td>
<td>657–864</td>
<td>48–80</td>
</tr>
<tr>
<td>Combined heat and power – gas (Small)</td>
<td>2</td>
<td>128–550</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Combined heat and power – fuel cell</td>
<td>2</td>
<td>85%</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Micro CHP</td>
<td>2</td>
<td>1.2–4 (SPF)</td>
<td>140–280</td>
<td>1025–3258</td>
<td>1–19</td>
</tr>
<tr>
<td>Air source heat pump (ATA- non-dom.)</td>
<td>4</td>
<td>1.2–4 (SPF)</td>
<td>140–280</td>
<td>1025–3258</td>
<td>1–19</td>
</tr>
<tr>
<td>Air source heat pump (ATW- dom.)</td>
<td>4</td>
<td>1.2–4 (SPF)</td>
<td>140–280</td>
<td>1025–3258</td>
<td>1–19</td>
</tr>
<tr>
<td>Ground source heat pump (dom.)</td>
<td>4</td>
<td>1.5–5 (SPF)</td>
<td>29–240</td>
<td>940–1899</td>
<td>5–10</td>
</tr>
<tr>
<td>Ground source heat pump (non-dom.)</td>
<td>4</td>
<td>1.5–5 (SPF)</td>
<td>29–240</td>
<td>940–1899</td>
<td>5–10</td>
</tr>
<tr>
<td>Electric heating (dom.)</td>
<td>100%</td>
<td>166–187</td>
<td>2–3.5</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Electric heating (com.)</td>
<td>100%</td>
<td>197–221</td>
<td>1.5–11</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Solar thermal (dom.)</td>
<td>5</td>
<td>681–2060</td>
<td>4–18</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Solar thermal (non-dom.)</td>
<td>5</td>
<td>1170–1600</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

specific actions for the delivery of low carbon heat (DECC, 2013b, 2013c). In the midst of these, the ‘Energy efficiency strategy’, ‘Microgeneration strategy’ and the ‘UK Bioenergy Strategy’ were put forward to provide clear insight to the government’s ambition in each sector for setting policy in the coming decades (DECC, 2012d, 2011; Department for Transport et al., 2012).

In addition to the government’s cost-effective pathway modelling (DECC, 2013c), other parties have drawn alternative scenarios for achieving the emission targets. A plethora of scenarios of the energy system have been developed describing different paths towards achieving an 80% reduction in emissions by 2050. A majority of these scenarios investigate both the carbon emissions and cost impacts of this transition. Table A1 (Appendix) provides a high level overview of key stakeholder publications and diverse pathways presented in their analyses. The messages from these publications illustrate the ambivalence between key stakeholders on the future of heat supply in the UK. However, several common emerging messages can be identified:

- Energy demand reduction is essential for meeting emission targets.
- A substantial level of electrification of heating (via heat pumps) is expected.
- The future role of the gas network for domestic heat supply is uncertain.
- District heating will play an important role in heat supply decarbonisation.
- Widespread and early decarbonisation of the electricity system is required.
- Electrification of heating would increase both the peak and annual electricity demand significantly.

A summary of the financial support schemes introduced to promote low carbon heat supply are shown in Table A2 and A3 in the Appendix.

6. Analysis of the key uncertainties in UK heat infrastructure development

It is evident that meeting the carbon budgets and longer-term (2050) greenhouse gas emission targets will require a transformation in the way heat is provided today. Large scale deployment of low carbon heat technologies are plagued with uncertainties due to a range of technical, economic and market challenges. Fig. 7
illustrates the complex inter-dependant relationships of different uncertainty elements in the energy sector that impact the development of low carbon heat infrastructure.

Due to the relative immaturity of low carbon heat technologies in the UK market, each technology is met with a unique set of barriers for large scale deployment. These barriers are amplified by the uncertainties in policy direction, external factors such as fuel prices in the global market and uncertainties in achieving key decarbonisation goals in other parts of the energy sector (e.g. electricity sector decarbonisation).

A review of evidence on uncertainties effecting the deployment of two key low carbon heat technologies, heat pumps and district heating schemes and their impact on technology uptake is presented in Sections 6.1 and 6.2. In Section 6.3 various uncertainty elements such as capital costs, fuel prices, electricity grid emission intensity and heat demand are analysed with respect to their impact on overall costs and carbon abatement. Finally Section 6.4 outlines ways to manage the impact of uncertainties with a focus on the deployment of heat pumps and heat networks.

6.1. Uncertainties in heat pump deployment

Heat pumps (HP) are recognized as a key technology for decarbonising the hot water and space heating demands of domestic and non domestic buildings. Comparatively higher efficiencies (SPF around 2.5 for Air Source Heat Pumps (ASHP) and 3.0 for Ground Source Heat Pump (GSHP) systems) and the potential decarbonisation of the electricity supply make them highly attractive in the choice to replace gas boilers.

Even though heat pumps are a mature technology for heat supply in other parts of Europe, it is still a relatively new technology in the UK (20,000 installations per year in 2012 compared to 1.6 million gas boilers) (Frontier Economics and Element Energy, 2012).

The RHI for domestic customers (DECC, 2013a), is a government financial incentive to promote take up of heat pump systems and other low carbon heat technologies. The response to this financial support scheme is difficult to predict. Significant financial and non-financial barriers remain to be overcome in achieving the required levels of heat pump uptake. A number of technology challenges are yet to be addressed. Also, the repercussions on the electricity distribution network from a high rate of heat pump uptake will need to be carefully managed.

6.2. Uncertainties in the deployment of district heating

District heating has been deployed in the UK since the 1950’s. However, it has achieved a relatively low market penetration and provides less than 2% of the UK heat demand today. This is in stark contrast to countries such as Sweden, Finland and Denmark which showed market shares for district heating grow considerably during the recent decades (Euroheat & Power, 2014).

Recently, there has been an increased interest in the potential of district heating to contribute to meeting the carbon budget targets. At the time of the first 4th carbon budget advice by CCC in 2010 (CCC, 2010), the estimated deployment of heat networks were quite low. The level of heat delivered via heat networks was expected at 10 TWh/yr by 2030 out of a total estimated potential of 90 TWh/yr. However, in the 4th carbon budget review in 2013 (CCC, 2013a, 2013b) this estimate was raised threefold to reach 30 TWh/yr by 2030 (6% of the total heat demand). A study (AEA and Element energy, 2012) for the 4th carbon budget review identified a greater potential for district heating deployment, at 160 TWh/year by 2050. The evidence base on the potential for district heating has strengthened over the past few years and a greater roll-out to 2030 is envisaged.

6.3. Impact of key uncertainties on costs and carbon abatement

There is a great deal of uncertainty with the cost and carbon abatement potential of heating technologies. CO₂ emissions will depend primarily on the degree of decarbonisation of the electricity system, fossil fuels burned, demand reduction and technology performance (efficiencies). Heat technology cost uncertainties are across a range of elements such as capital and fixed costs and fuel prices.

Fossil fuel prices, directly or indirectly account for a large percentage of overall running costs for a number of heat technologies. This will to a degree remain the case if electricity continues to be generated by fossil fuel plants (CCS etc) but less so if renewables command a large share of electricity generation. Network reinforcements, especially on the electricity system will be required in order to facilitate the decarbonisation of heat.

The impact of key uncertainties on indicators such as levelised energy costs, cost of carbon abatement and carbon emissions is explored using an input–output model through variations of key heat technology characteristics, heat demand and technology uptake in 2030.
Variation in fuel costs.

6.3.2. Analysis of key uncertainties

The summary of heat technology characteristics in 2030 is shown in Table 3.

6.3.1. CCC 4th carbon budget reference case (2030)

Technology uptake projections from the fourth carbon budget review were used to establish a benchmark for exploring the impact of key uncertainties. The levelised cost of energy (assumed carbon price of 64 and 65 Mt CO2.

The calculated CO2 emissions in the residential & commercial and industrial sectors are 64 and 65 Mt CO2.

6.3.2. Analysis of key uncertainties

- Variation in fuel costs.

Wholesale fuel costs contribute to a large percentage of the final cost of many heat technologies. Uncertainties in fuel costs as shown in Fig. 8 could lead to heat technologies going from being cost effective to being less attractive technology choices. Table 4 illustrates that heat pumps are better insulated to fuel price uncertainty compared with gas boilers and CHP (gas) technologies. This is mainly due to high heat pump efficiencies (SPF).

The impact of gas price uncertainty on annual (2030) heat costs is large, running into the billions of pounds (Fig. 10). Electricity price variation has much lower impact on overall heat costs, again mainly due the relatively high efficiency of heat pumps. The uncertainties in fuel and electricity prices are due to a mix of exogenous and partially controllable factors such as the possibility of successful UK shale gas exploitation that could stabilise peak gas prices in medium term due to limited export pipeline/LNG facilities in the UK (as of 2015 only one pipeline was capable of operating in export mode) (House of Lords, 2014) and the prospect of large amounts of renewables connected to the electricity system possibly leading to somewhat volatile (weather dependant and lack of economical electricity storage facilities) and increasing (feeding through the high capital and operating/maintenance costs of renewables) electricity prices.

- Variations in capital costs.

The estimated capital costs of low carbon heat technologies vary widely (Table 3). Capital costs for heat technologies such as ASHP/GSHP have a large impact on the levelised cost of energy especially in comparison to changes in the price of electricity (see Fig. 11). The reverse is true for gas boilers and gas based CHP technologies (fuel prices dominate).

Fig. 8. Range of wholesale gas and electricity prices – low, central, high (CCC, 2013a, 2013b).

Fig. 9. CCC 4th carbon budget levelised and abatement costs in 2030 (derived from modelling).

Table 3

Summary of heat technology characteristics in 2030.

<table>
<thead>
<tr>
<th>Technology</th>
<th>Efficiency</th>
<th>Fixed operational costs (£/kW)</th>
<th>Capital costs (£/kW)</th>
</tr>
</thead>
<tbody>
<tr>
<td>GSHP</td>
<td>1.5–5 (SPF)–Central: 2.5</td>
<td>5–10</td>
<td>940–1899</td>
</tr>
<tr>
<td>ASHP</td>
<td>1.2–4 (SPF)–Central: 2.5</td>
<td>4–19</td>
<td>513–1963</td>
</tr>
<tr>
<td>Gas boiler</td>
<td>90–95%</td>
<td>–</td>
<td>45–70</td>
</tr>
<tr>
<td>Biomass boiler</td>
<td>90–95%</td>
<td>19–30</td>
<td>330–1667</td>
</tr>
</tbody>
</table>

* Central capital/fixed costs and efficiencies are used for the reference case in 2030.

Table 4

Impact of fuel price variations on levelised cost of energy (£/MWh).a

<table>
<thead>
<tr>
<th>Scenario</th>
<th>ASHP</th>
<th>GSHP</th>
<th>Gas Boiler</th>
<th>CHP</th>
</tr>
</thead>
<tbody>
<tr>
<td>Low gas price</td>
<td>–</td>
<td>–</td>
<td>–14.3</td>
<td>–28.1</td>
</tr>
<tr>
<td>High gas price</td>
<td>–</td>
<td>–</td>
<td>+14</td>
<td>+25.9</td>
</tr>
<tr>
<td>Low electricity price</td>
<td>–7.8</td>
<td>–8.4</td>
<td>–</td>
<td>–</td>
</tr>
<tr>
<td>High electricity price</td>
<td>+7.4</td>
<td>+6.8</td>
<td>–</td>
<td>–</td>
</tr>
</tbody>
</table>

*a In comparison with reference levelised heat technology costs (central SPF values used).*
The reduction in capital costs for heat pumps could have an impact of approximately £1.7 billion per annum of total heat supply costs by 2030. With respect to biomass boilers modest saving can be expected with a reduction in capital costs of around £0.3 billion, this is mainly due to the low uptake of these in the 4th carbon budget review.

- **Impact of carbon price variations.**

  Table 5 illustrates that heat technologies dependant on fossil fuels suffer as the carbon price increases and gain the most as it drops. There is minimal change in levelised energy cost of heat pump technologies mainly due the virtual decarbonisation of the electricity sector (50 g CO₂/kWh by 2030).

  The annual cost of heat supply decreases by almost £2.5 billion as a result of a decrease in the price of carbon to £50/tonne CO₂ in 2030 to an increase of £3.8 billion if the carbon price increases to £100/tonne CO₂.

  The carbon abatement cost of a technology depends on many factors such as the engineering characteristics of the technology and of the electricity grid to which the new technology will be connected. The carbon abatement costs shown in Fig. 12 use gas boilers as the counterfactual technology.

  The analysis shows that the cost of carbon abatement of all low carbon heat technologies (heat pumps and biomass) decrease as the carbon price increases, but values of between £200–250/tonne CO₂ remain quite high.

- **Impact of heat demand variations.**

  The 4th carbon budget assumes a host of energy efficiency and demand reduction measures to be delivered by 2030. The realisation of these targets is difficult to predict. Table 6 shows the impact of a 20% increase in total heat demand in 2030 compared with the reference 4th carbon budget review case. The results show CO₂ emissions rising by approximately 14%. This places a large burden on the efficiency and demand reduction measures to live up to expectations.

- **Variations in heat supply technology characteristics.**

  a. **Heat pumps.**

  i. **SPF variations.**

    Heat pump SPFs have a large impact on the levelised energy and annual heat pump running costs as shown in Table 7. If a heating system is considered to be in operation for 15–20 years then even a modest efficiency improvement can have a significant impact on energy bill savings to consumers; for example an improvement in average ground source and air source heat pump seasonal performance factors (SPF) to the upper values in the analysis could each result in a saving to consumers of approximately £500 million annually given the uptake assumed in the 4th carbon budget review.

    The impact of SPF on carbon abatement costs is quite profound (Fig. 13). A high SPF pushes heat pump technology into the £130–150/tonne CO₂ range and could be even lower if capital and fuel costs fall.
Additionally the modelling shows SPF values lower than 2.5 could increase emissions by \( \frac{24}{2M} \) tC O2 (given the uptake assumed in the 4th carbon budget review) and this impact would be greater if the electricity grid does not decarbonise to an intensity of 50 g CO2/kWh by 2030.

### ii. Impact of different levels of heat pump uptake.

The impact of increasing heat pump uptake in the residential and commercial sector by 50% in 2030 compared to the 4th carbon budget review is a 10% decrease in CO2 emissions. Alongside this heat pump running costs would increase by over £3 billion annually by 2030 (Table 8).

#### a. Biomass boilers.

The Impact of increasing biomass boiler uptake in the residential, commercial and industrial sectors by 50% in 2030 compared with the 4th carbon budget review results in a 10% decrease in CO2 emissions across all the sectors (Table 9). There is a decrease in the heat supply running costs this is mainly attributable to lower costs in the industrial sector by use of very efficient biomass boilers (replace gas CHP units that have a heat efficiency of between 30–50%).

- **The role of gas and electricity networks.**

### Table 6
Impact of heat demand increase on CO2 emissions Mt CO2.

<table>
<thead>
<tr>
<th>Sector</th>
<th>Change in CO2 emissions</th>
</tr>
</thead>
<tbody>
<tr>
<td>Residential &amp; commercial</td>
<td>+10</td>
</tr>
<tr>
<td>Industrial</td>
<td>+8.2</td>
</tr>
</tbody>
</table>

* In comparison with CCC 4th carbon budget review reference case heat demand.

### Table 7
Impact of SPF on levelised costs and annual heat pump costs.

<table>
<thead>
<tr>
<th>Technology</th>
<th>Levelised cost (£/MWh)</th>
<th>Annual heat pump running costs (£/b)</th>
</tr>
</thead>
<tbody>
<tr>
<td>ASHP</td>
<td>1.5</td>
<td>+33</td>
</tr>
<tr>
<td>GSHP</td>
<td>1.5</td>
<td>+20.1</td>
</tr>
</tbody>
</table>

* In comparison with heat pump SPF: 2.5.

### Table 8
Impact of heat pump uptake on CO2 emissions and annual costs.

<table>
<thead>
<tr>
<th>Technology</th>
<th>Heat pump uptake increase (TWh)</th>
<th>CO2 emissions (Mt CO2)</th>
<th>Annual heat pump running costs (£/b)</th>
</tr>
</thead>
<tbody>
<tr>
<td>ASHP</td>
<td>+22</td>
<td>-7</td>
<td>+3.2</td>
</tr>
<tr>
<td>GSHP</td>
<td>+14</td>
<td>-12.9</td>
<td>-0.8</td>
</tr>
<tr>
<td>Total</td>
<td>+36</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

* In comparison with CCC 4th carbon budget review reference case heat pump uptake.

### Table 9
Impact of biomass boiler uptake on CO2 emissions and annual heat supply costs.

<table>
<thead>
<tr>
<th>Sector</th>
<th>Biomass uptake increase (TWh)</th>
<th>CO2 emissions (Mt CO2)</th>
<th>Annual heat supply running costs (£/b)</th>
</tr>
</thead>
<tbody>
<tr>
<td>Residential &amp; commercial</td>
<td>+7.5</td>
<td>-12.9</td>
<td>-0.8</td>
</tr>
<tr>
<td>Industrial</td>
<td>+20</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Total</td>
<td>+27.5</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

* In comparison with CCC 4th carbon budget review reference case biomass boiler uptake.

### Table 10
Factors affecting future demand on the electricity network in decarbonising heat.

- Decarbonisation of electricity network
- Meeting the heat demand during peak winter periods
- Rate of uptake of heat pumps
- Future role of the gas network
- Development of heat networks
- Energy efficiency in buildings and industry
- Smart grid realisation

### Table 11
Impact of electricity system carbon intensity on carbon emissions (Mt CO2).

<table>
<thead>
<tr>
<th>Sector</th>
<th>100 g CO2/kWh</th>
<th>200 g CO2/kWh</th>
</tr>
</thead>
<tbody>
<tr>
<td>Residential &amp; commercial</td>
<td>+1.5</td>
<td>+4.4</td>
</tr>
<tr>
<td>Industrial</td>
<td>+1</td>
<td>+3.1</td>
</tr>
</tbody>
</table>

* In comparison with electricity carbon intensity 50 g CO2/kWh.

Both gas and especially electricity transmission and distribution systems will have a key part in helping to move to a decarbonised heat sector.

#### a. Impacts on the electricity system.

Several factors affect the future demand for electricity in meeting the heat demand in residential, services and industrial sectors as shown in Table 10. The impact on carbon emissions as the carbon intensity of the grid increases from 50 g CO2/kWh is minimal (see Table 11). This somewhat surprising result is mainly due to low level of heat pump uptake assumed in the 4th carbon budget review, heat demand reduction and relatively high values for heat pump SPFs.
An electricity system with a carbon intensity of 100 g CO$_2$/kWh results in a small increase in the levelised energy cost of heat pumps of approximately 6.2/E/MWh. This is mainly due to electricity system carbon intensity and therefore carbon costs having less of an impact compared with the relatively high efficiency of heat pumps (SPF values). But at the same time the carbon abatement costs increase by a larger amount especially for heat pumps. The results also show a small increase in overall heat system costs (≤ 2%). Overall CO$_2$ emissions increase by ~ +2.5 Mt CO$_2$ compared with the 4th carbon budget review reference case.

The impacts of a 50% higher heat pump uptake on electrical energy demand are shown in Table 12. In terms of additional generation capacity required to be connected to the grid (with respect to no heat pump uptake) could be between 10–15 GW. The majority of scenarios and pathways for reducing overall CO$_2$ emissions assume a decarbonised electricity grid (50 g CO$_2$/kWh) which will allow the heat sector to be decarbonised through large scale adoption of heat pumps out to 2050. The analysis in this report does not disagree with this longer term aim.

What the analysis challenges is the notion that the UK must without fail decarbonise the electricity sector by 2030 for heat decarbonisation to occur at a later stage. The analysis does not support this given what could be called a drastic “reassessment” of heat pump penetration levels from the original CCC 4th carbon budget (143–72 TWh in the residential and commercial sectors with the slack taken up by heat networks that are not unduly impacted by electricity system decarbonisation).

On the other hand, if heat pump uptake is much higher than envisaged in the CCC 4th carbon review then the impact of electricity decarbonisation on heat related emissions is greater. These results are firmly based on heat pump efficiencies being at 2.5 SPF. Higher SPF efficiencies in 2030 will show a larger impact on CO2 emissions due to variation of electricity grid emission intensities.

The total impact of uptake of heat pumps on demand from the electricity network is relatively small in comparison to the total electricity demand expected by 2030. Therefore this level (4th carbon budget review) of heat pump uptake has a relatively low impact on overall electricity system reinforcements.

### b. Impacts on the gas system.

The gas network will continue to play a key role by 2030 according to the 4th carbon budget review. Gas will play a vital role in helping to balance the electricity system with large amounts of renewables connected to the grid. Gas boilers are expected to continue alongside heat pumps in the form of hybrid systems to potentially meet the peak heat demand.

In 2012, the heat demand met by the gas network was ~540 TWh. This will reduce to approximately 300 TWh/yr (4th carbon budget review) and to 250 TWh/yr if there is a 50% increase in heat pump uptake by 2030.

There are several factors that affect the role of the gas network and the extent to which it is going to be used; these are highlighted in Table 13.

#### 6.4. Managing uncertainty

##### 6.4.1. Heat pump uptake

Significant barriers remain in achieving the required levels of heat pump uptake by 2030. Managing the uptake of heat pumps will require the government to use both ‘carrots and sticks’ type policy measures. These measures can be categorised as:

- **Enabling measures**: addressing behavioural barriers to uptake such as awareness and confidence.
- **Incentivising measures (Carrots)**: providing financial stimulus.
- **Mandating measures (Sticks)**: regulatory requirements.

Enabling measures can be put in place to manage uncertainties related to behavioural barriers in heat pump performance and awareness. Enhanced heat pump certification schemes mandating installers and consumer to obtain training can help delivering high standards in the design and installations of heat pump systems. This would improve the performance and thereby confidence and awareness of the technology ([Frontier Economics and Element Energy, 2013](#)).

The RHI is expected to drive the market for heat pump uptake up to 2020. Gas prices are expected to remain relatively unchanged by 2030 and therefore the counterfactual technology (gas boiler) will remain cost competitive in most building installations. Extending the RHI subsidy beyond 2020 might be required to maintain sustained growth in the heat pump market if consumers are to make savings by adopting heat pump systems. In many European countries it is reported that capital subsidy schemes are more common than RHI style subsidies ([Frontier Economics and Element Energy, 2013](#)). Another method of incentivising is to provide loan guarantees as those provided via the ‘Green deal’ scheme. By linking the green deal scheme to heat pump uptake policies it can be ensured that the installations take place at cost effective sites. A higher carbon price will also encourage the uptake of heat pumps by making gas and oil relatively more expensive. It is a good idea to initially focus on the off-gas market where the savings will be higher and replace the most carbon intensive heating systems. In the case of a high rate of uptake of heat pumps, the repercussions on the electricity network will need to be managed carefully.

---

<table>
<thead>
<tr>
<th>Table 12</th>
<th>Electricity demand due to increase in heat pump uptake.*</th>
</tr>
</thead>
<tbody>
<tr>
<td>Heat pump demand in domestic and commercial buildings sector (TWh)</td>
<td>Electricity demand (TWh)</td>
</tr>
<tr>
<td>72 (4th carbon budget review)</td>
<td>28.8</td>
</tr>
<tr>
<td>108</td>
<td>43.2</td>
</tr>
</tbody>
</table>

* Assuming SPF of 2.5.

<table>
<thead>
<tr>
<th>Table 13</th>
<th>Factors affecting future role of gas network.</th>
</tr>
</thead>
</table>
| Technical | ● Meeting the peak heat demand  
● Uptake of heat pumps  
● Developing heat networks  
● Energy efficiency in buildings and industry  
● Security of supply of alternative fuels |
| Economic | ● Decommissioning  
● Future gas / electricity prices  
● Carbon price  
● Iron Mains Replacement Programme  
● Developing heat networks |
| Market | ● Gas exports and imports  
● Shale gas  
● Power generation demand |
6.4.2. Heat network uptake

Uncertainties related to the deployment of district heating schemes can be managed by addressing issues with market immaturity, up-scaling local authority skills and industry capabilities in the UK. The following were identified as potential solutions to deal with inconsistencies in the industry.

- Develop a model customer charter/code of conduct (standard forms of payment, service standards, treatment of bad debt and disconnection procedures etc.).
- Improve transparency in pricing of heat.
- Making available standard contract documentation.
- Making available a generic technical requirement specification.

Local authorities are key instigators of district heating schemes and should be better equipped to understand the potential benefits of heat network development and work with numerous stakeholders. Therefore the local authority skills and capabilities in managing district heating project should be up-scaled. It would be beneficial to mandate local authorities to consider potential for district heating in local planning. The ability to share information of experience in project development can be a key enabler to drive schemes forward.

Financial support for district heating from the government is important in unlocking the potential for district heating scheme deployments. Also a type of RHI payment for heat networks will enable developers to build a stronger business case for projects. Reducing the commercial risk of district heating scheme is key to project initiation. This could be managed by government putting in place mechanisms to underwrite risks to the developer.

6.4.3. Modelling policy measures

The RHI is the government incentive to encourage a switch to renewable heating systems for domestic and non-domestic buildings. Payments for the domestic RHI are based on meter readings of your heating systems annual heat use multiplied by the appropriate tariff (Table 14). These payments are for a maximum of seven years for domestic RHI and 20 years for non domestic RHI. The tariffs are initial values (Ofgem, 2014) and will be reduced as the overall budget for each scheme is approached. The budget for the RHI as whole is set at £430 million for 2015/16.

The RHI removes the barrier of additional heat technology costs, helping to create a level playing field between renewable and conventional heating technologies and widen the choice of heating options. It is expected that over time, the cost of renewable heating technologies will fall as technologies enter the mainstream and the benefits from economies of scale become more evident. But the renewable heat deployment levels in the 4th carbon budget review are relatively ambitious (even though they have been downgraded since the original 4th carbon budget announcement) given that heat pump and biomass boilers do not compete with gas boilers in domestic buildings even if favourable conditions occur such as low capital and electricity prices. Fig. 14 shows the levelised energy cost of technologies in domestic buildings.

Two policies for encouraging uptake of renewable heat technologies were assessed. Firstly carbon prices were modelled, increasing from £70 to £100/tonne CO2 (+£30 t/CO2). This had a marginal impact on levelised energy costs of heat pumps and biomass boilers. The impact on gas boilers were appreciable but not enough by itself to lead to further investment in renewable heat technologies.

The second policy modelled was a continuation of the RHI through to 2030 by keeping the budget at 500 million per year (the budget is spread over a larger installed capacity of low carbon heat technologies therefore reducing the overall p/kWh RHI tariff) and at 4th carbon budget levels of heat pump and biomass uptake. This in itself narrows the gap between the levelised energy costs of air source heat pumps and gas boilers to near identical levels. Combined with extra carbon price support (+£30 t/CO2) biomass boilers are also within touching distance with gas boiler levelised energy costs.

Under these favourable conditions, carbon abatement costs drop to in the region of £150–175/tonne of CO2 across all low carbon heat technologies. With technology learning especially with heat pump technologies (SPF improvements; lower capital costs) the carbon abatement costs will drop to below £100/tonne CO2 (assuming a continuation of the RHI scheme).

7. Policy discussion and conclusions

The UK’s climate strategy, through implementation of a series of carbon budgets will set the UK on a path to decarbonise the whole economy and meet the 2050 greenhouse gas emission target. The 4th carbon budget review attaches great importance to reductions in carbon emissions in the heat sector in the 2020s and therefore laying out the foundations to further reductions by 2050.

The aim of this paper is to explore the risks and uncertainties associated with the transition to a low carbon heat system in the UK out to 2030 and investigate the potential impact of these uncertainties in the development of the heat supply infrastructure. The 4th carbon budget review asccribes prominent roles to demand reduction, efficiency improvements and to the deployment of heat pumps in efforts to reduce CO2 emissions by 2030. The cost effective path assumes heat pump deployment of 72 and 10 TWh in the domestic/commercial buildings and industrial sectors. Other technologies such as heat networks and biomass boilers will also play key roles in helping to decarbonise the heat sector.

There is a great deal of uncertainty regarding the achievement of low carbon heat technology deployment levels and ultimately CO2 emissions by 2030.

- Uncertainties of heat pump deployments.

The performance of heat pumps is of paramount importance. The assumption is that most if not all types of heat pumps will
Table A1
Review of different stakeholder views on pathways for decarbonising heat.

<table>
<thead>
<tr>
<th>Stakeholder</th>
<th>Publication title</th>
<th>Author</th>
<th>Model used</th>
<th>Pathways modelled</th>
<th>Common emerging messages</th>
</tr>
</thead>
<tbody>
<tr>
<td>Government</td>
<td>2050 Pathways analysis (HM Government, 2010)</td>
<td>HM government</td>
<td>2050 Calculator</td>
<td>A total of 6 different pathways were modelled and analysed with respect to varied electrification levels, a primary non-electric fuel scenario (biogas, bio-mass, power station heat, mix) and a pathway with less action on energy efficiency</td>
<td></td>
</tr>
<tr>
<td></td>
<td>Future of heating: Meeting the challenge (DECC, 2013c)</td>
<td>DECC</td>
<td>RESOM and ESME</td>
<td>A run for the RESOM model was used to provide benchmark pathways for domestic, nondomestic and industry heat decarbonisation. The model was run for sensitivities and compared with ESME modelling</td>
<td></td>
</tr>
<tr>
<td></td>
<td>Decarbonising heat in buildings: 2030–2050 (domestic and service sector) (Element</td>
<td>Report for CCC by element energy and</td>
<td>Modelling framework developed by NERA and AEA</td>
<td>Benchmarking on a central scenario several alternative scenarios are modelled and analysed</td>
<td></td>
</tr>
<tr>
<td></td>
<td>Consultancies</td>
<td></td>
<td></td>
<td></td>
<td>Low carbon sources could reduce emission from heat by one third by 2030</td>
</tr>
<tr>
<td></td>
<td>Decarbonising heat: low carbon heat scenarios for the 2020's (NERA and AEA, 2010)</td>
<td>Report for CCC by NERA and AEA</td>
<td>Modelling framework developed by NERA and AEA</td>
<td>An electrification strategy</td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>a bioenergy strategy</td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>a district heating strategy are explored. The scenarios are tested for sensitivities to discount rate, fossil fuel price, biomass availability and energy efficiency</td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Low carbon sources could reduce emission from heat by one third by 2030</td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Significant emission abatement could be provided at low or even negative cost</td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Attractiveness of heat pumps depend on improvements in the technology over the next two decades</td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Heat pumps are an attractive option for decarbonisation of space heat, complemented by bioenergy for high temperature heat</td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>District heating route would require significant coordination and potentially changes to market arrangements</td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>Failure to promote energy efficiency a significant risk</td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td>With continued growth in the UK's building stock the potential for reductions in overall thermal efficiency is substantial</td>
</tr>
</tbody>
</table>

- Ambitious per capita energy demand reduction needed
- A substantial level of electrification of heating
- Electricity supply may need to double and will need to be decarbonised
- Sustainable bioenergy a vital part of decarbonising high-grade heating processes
- A radical decarbonisation of heat for buildings and 60–70% reduction in emissions for industry required
- Heat pumps and heat networks needed to achieve emissions reduction target
- Role for gas in 2050, either in GAHP or in hybrid systems
- Potential role for hydrogen to provide heat in industry and buildings
- Electrification of heat in buildings, facilitated by heat pumps is a critical component of decarbonising heat
- Widespread and early decarbonisation of the electricity system required
- Both peak and annual electricity demand rise rapidly from 2030 onwards, requiring timely reinforcements
- Energy efficiency has a crucial role to play
- To tackle the seasonal and diurnal swings in demand use of hybrid electric/gas heating and heat storage strategies important
- A low risk way to achieve managing the swings in demand is by maintaining significantly reduced flows of gas in buildings or to make extensive use of heat networks
- In sensitivities where gas forced out of buildings by 2050, costs for home heat and power rise by 10–15%
- Key transition points in 2030s with rapid growth of electricity demand and roll-out of CCS, followed by wide scale use of hydrogen use in 2040's
<table>
<thead>
<tr>
<th>stakeholder</th>
<th>Publication title</th>
<th>Author</th>
<th>Model used</th>
<th>Pathways modelled</th>
<th>Common emerging messages</th>
</tr>
</thead>
<tbody>
<tr>
<td>Energy and AEA, 2012)</td>
<td>AEA</td>
<td>for evaluation</td>
<td>• A scenario where the existing policies are assumed to continue beyond 2030a scenario of high DH uptake • and a scenario where uptake of building level renewable heat is restricted are modelled</td>
<td>demand relative to today is limited • Projected total UK buildings heat demands in 2050 range from 416 TWh/yr (high efficiency) to 532 TWh/yr (low efficiency) • Complete shift in the heating market to renewable heating technologies • An order of magnitude drop in the carbon intensity of grid electricity relative to today’s values • Abundant supply of ultra-low carbon electricity • Most robust low carbon heat pathway will involve a mix of technologies (electrification, district heating, biomass) • Around 80% of thermal demand is technically suited to DH • A maximum of 28% if thermal demand could be supplied by existing power stations • A maximum of 9% of non-industrial heating demand supplied by biomass boilers • Electricity demand for heating reach 100 TWh/yr under the policy extension scenario. • Peak heat demand estimated to be around 65 GW in the same scenario • Failure to decarbonise electricity supply and lack of suitability for renewable heat are the highest risks • Continued availability of relatively cheap gas could hinder the uptake of renewable heating technologies • During the 4th budget period emissions intensity of the grid electricity would halve • Mass adaptation of heat pumps • Mass uptake of all cost-effective conservation measures • Notable component of demand response, is well underway in the 4th carbon budget period • All new installations of heating systems over the period from 2020 to 2035 • In the 4th budget period gas heating is still dominant • Customer choice scenario fails to meet the 2050 carbon targets. Gas boilers continue to be used in 19 million homes. Carbon emissions fall by 46% only. • Use of high electrification and heat networks can achieve 96% reductions in carbon emissions from the domestic sector • Balanced transition can achieve with less government intervention 90% carbon reductions • Keeping a variety of options open gives lower risks and potentially a lower cost path • Balanced transition avoids 12 million homes completely moving away from gas • Additional peak generation demand grows to 24 GW in balanced transition, rather than 48 GW (in the elec &amp; DH) • Costs to reinforce the electricity distribution network are €8bn lower • Both scenarios require significant reduction in</td>
<td></td>
</tr>
<tr>
<td>HHIC pathways for domestic heat (HHIC, 2012) (domestic heat)</td>
<td>HHIC &amp; DELTA Energy</td>
<td>Three pathways are modelled:</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>-----------------------------------------------------------</td>
<td>---------------------</td>
<td>----------------------------</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td>- An all-electric scenario</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td>- A low carbon gas hybrid technology scenario</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td>- A balanced mix of technologies for different house types are modelled and analysed</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

- Balanced transition is relatively robust to sensitivities examined
- Government support required to bridge the gap for upfront cost of renewable heating technologies
- Building investor confidence will be critical
- Heat pumps and a suite of low carbon gas technologies make up the majority of the market by 2027
- By 2027 60% of homes will be condensing gas boilers, 5% of homes with district heating, 20% of homes with heat pumps and less than 2% on oil heating

UKERC: Comparing low carbon resilient energy scenarios for the UK energy system in 2050 (Anandarajah et al., 2009; Ekins et al., 2013)

- Greater increased efficiency and conservation
- Residential heating by 2050 uses almost no natural gas
- Heat pumps makes a major contribution to heating in all scenarios, supplemented by biomass and solar thermal
- Electricity system needs to be decarbonised by 2030 by at least 80%
- Active management of the electricity grid required to prevent high peak demands

Trade Organizations: Building a roadmap for heat: 2050 scenarios and heat delivery in the UK (Speirs et al., 2010)

- All electric future is low carbon but associated with continued reliance of fossil fuels and large losses of energy at the power generation stage
- Challenges related to managing power flows, demand peaks and end-user adaptation of insulation, heat pumps and other measures
- Use of CHP and DHN will assist a number of power flow and electric network issues

UKERC MARKAL/TIMES

- Greater increased efficiency and conservation
- Residential heating by 2050 uses almost no natural gas
- Heat pumps makes a major contribution to heating in all scenarios, supplemented by biomass and solar thermal
- Electricity system needs to be decarbonised by 2030 by at least 80%
- Active management of the electricity grid required to prevent high peak demands

Trade Organizations: Building a roadmap for heat: 2050 scenarios and heat delivery in the UK (Speirs et al., 2010)

- All electric future is low carbon but associated with continued reliance of fossil fuels and large losses of energy at the power generation stage
- Challenges related to managing power flows, demand peaks and end-user adaptation of insulation, heat pumps and other measures
- Use of CHP and DHN will assist a number of power flow and electric network issues
Managing uncertainty.

The analysis showed that the deployment of heat pumps in the 4th carbon budget review the impact of not meeting the 50 g CO₂/kWh target by 2030 is not catastrophic for CO₂ emissions. But if heat pump uptake is larger than envisaged in the 4th carbon budget review and or efficiencies do not improve CO₂ emission reductions will not meet expectations. The aim is to reduce uncertainties by making sure that the power system is decarbonised so that performance and cost based uncertainties have a lower impact given potential pessimistic outcomes. In the longer term out to 2050 the heat system decarbonisation agenda very much rests on the shoulders of decarbonising the electricity grid to meet the 2050 CO₂ emissions target.

- **Heat network deployment uncertainties.**
  
The 4th carbon budget review provided a boost to heat network deployment levels from 10 to 30 TWh by 2030. Firstly there are significant economic barriers, mainly focussed around digging, laying of hot water pipes and high upfront capital costs for potential customers. Secondly, issues with public perception. There is a distinct lack of knowledge about heat networks (heating capabilities) including the charging methodology and awareness of services offered. A review of heat networks showed that in terms of carbon abatement costs they are an effective solution in built up areas. But this was dependant on the level of electricity system decarbonisation.

- **Managing uncertainty.**
  
  Enabling measures can be put in place to manage uncertainties related to public perception for technologies such as heat pumps and heat networks. For heat pumps, performance could be highlighted and awareness of both heat pump and heat networks could be increased by government and industry via exemplars.

### Table A2

Financial support schemes for promoting low carbon heat technologies and energy efficiency.

<table>
<thead>
<tr>
<th>Category</th>
<th>Financial support scheme</th>
<th>Notes</th>
</tr>
</thead>
<tbody>
<tr>
<td>Energy efficiency</td>
<td>Green deal (HM Government, 2014a)</td>
<td>Supports financing energy saving improvements to home or business (heating unit, insulation, drought proofing, double glazing, renewable energy generation)</td>
</tr>
<tr>
<td></td>
<td>Energy efficiency directive (EUR-Lex, 2014)</td>
<td></td>
</tr>
<tr>
<td></td>
<td>Energy company obligation (ECO) (HM Government, 2014b)</td>
<td>Support from the energy company to improve home energy performance if on certain benefits or a low income, or for certain hard to treat properties</td>
</tr>
<tr>
<td>Deployment of low carbon heat technologies/infrastructure</td>
<td>Non-domestic renewable heat incentive (RHI) (DECC, 2013g)</td>
<td>Supports businesses, the public sector and non-profit organizations meet the cost of installing renewable heat technologies. Biomass boilers, heat pumps (ground source and water source), geothermal, solar thermal collectors and biomethane and biogas technologies are being supported.</td>
</tr>
<tr>
<td></td>
<td>Domestic renewable heat incentive (RHI) (DECC, 2013a)</td>
<td>Supports individual households in meeting the cost of installing low carbon heat technology (ASHP, GSHP, biomass and solar thermal are to be incentivised via a feed in tariff mechanism)</td>
</tr>
<tr>
<td></td>
<td>Heat network funding (DECC, 2014; DECC 2013f)</td>
<td>§6 million funding stream to support local authorities to develop technical proposals and financial evaluations of installing new heat networks or expanding existing ones. Financial support to installing renewable heating technologies at home. Solar thermal, heat pumps and biomass boilers are being supported</td>
</tr>
<tr>
<td></td>
<td>Renewable heat premium payment</td>
<td></td>
</tr>
</tbody>
</table>

### Table A3

Other financial instruments that through decarbonisation of the overall energy sector affects heat supply.

<table>
<thead>
<tr>
<th>Financial instrument</th>
<th>Notes</th>
</tr>
</thead>
<tbody>
<tr>
<td>EU ETS (European Commission, 2013)</td>
<td>The EU ETS works on the cap and trade principle. A cap is set on the total amount greenhouse gases that can be emitted by factories, power plants and other installations in the system. Within the cap, companies receive or buy emission allowances which they can trade with one another as needed</td>
</tr>
<tr>
<td>The climate change Levy (HM Government, 2011)</td>
<td>The climate change levy (CCL) is a tax on energy delivered to non-domestic users in the United Kingdom. Its aim is to provide an incentive to increase energy efficiency and to reduce carbon emissions</td>
</tr>
<tr>
<td>Carbon price floor (DECC, 2012e)</td>
<td>Minimum price for carbon (implemented through CCL); set at £16/tCO₂ in 2013 increasing to £30/tCO₂ by 2020 and £70/tCO₂ by 2030</td>
</tr>
<tr>
<td>Carbon reduction commitment (HM Government, 2011)</td>
<td>The CRC Energy Efficiency Scheme is a mandatory carbon emissions reduction scheme that applies to large non-energy-intensive organisations in the public and private sectors</td>
</tr>
</tbody>
</table>

have a SPF of at least 2.5. The reviews and modelling showed that lower SPF values could increase emissions by 2 Mt CO₂ (at uptake levels assumed by the 4th carbon budget review) and the impact would be greater if the electricity grid does not decarbonise to an intensity of 50 g CO₂/kWh by 2030. So there is a great emphasis on improving the performance of heat pumps through the period to 2020 and beyond. This can only be done if the uptake of heat pumps is relatively steady now and increases so technological learning can take place.

Currently the levelised energy cost of heat pumps is high when compared with gas boilers. This will most likely still be true by 2030. This is a major barrier for deployment of heat pumps and other technologies such as biomass boilers. Most of these technologies have high upfront capital costs that make a very large contribution to their levelised energy costs in comparison with incumbent technologies such as gas boilers. This issue is one that will only resolve itself with technological learning (cost reductions and efficiency improvements) and experience gained by installers to efficiently design heat based systems.

- **Electricity grid decarbonisation uncertainties.**
  
The analysis showed that the deployment of heat pumps in the 4th carbon budget review the impact of not meeting the 50 g CO₂/kWh target by 2030 is not catastrophic for CO₂ emissions. But if heat pump uptake is larger than envisaged in the 4th carbon budget review and or efficiencies do not improve CO₂ emission reductions will not meet expectations. The aim is...
Confidence in these technologies could be further enhanced by ensuring that installers abide by high standards in the design and installations of heat pump and heat networks.

Extending the RHI subsidy beyond 2020 might be required to maintain sustained growth in the heat pump market if consumers are to make savings by adopting heat pump systems. The modelling showed an extended RHI scheme could make heat pumps more competitive with the incumbent gas boiler but only if capital costs are consistently reduced to the low end of uncertainty range. This will need a steady uptake of heat pumps over the period to 2020 and beyond to allow learning to take place. This will most likely occur if RHI support is maintained.

One can take this argument further and extend it to heat networks, it would be inconsistent for the government to continue to support the RHI for standalone technologies without offering a similar level of support for heat network development so that costs and risks through learning can be reduced and best practice in the system design process can improve over time.

The methodology used in this paper combined rigorous literature reviews with quantitative modelling. The model allowed analysis into the impact of variations of a number of heat supply technology uncertainties such as fuel prices, capital costs and efficiencies on levelised costs, overall costs and carbon emissions. The limitations of using the developed model and specifically the use of levelised energy costs are its inability to capture all economic externalities and that the literature review needs to be constantly updated with up to date information in order to track how the uncertainties change and evolve with time.

The literature on the technical potential for district heating and its economic feasibility in the UK is limited and this would be an area of interest for future research. The techno-economic interactions between different energy networks (e.g. electricity, gas and district heating) are increasing both at the community and national level. A more thorough techno-economic study into the interdependent development of multi energy infrastructure for heat supply in the UK would also be a potential area for future research.

Acknowledgement

The authors would like to thank the UK Energy Research Centre (UKERC) for providing the funding for this work (Grant no: NE/G007748/1). Muditha Abeyesekera was also partially funded by top and tail (EP/I031707/1) project.

Appendix A

See Tables A1–A3.

References


